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August 5, 1997

Mr. J. E. Cross
President
Generation Group
Duquesne Light Company
P.O. Box 4
Shippingport, Pennsylvania 15077

SUBJECT: MAINTENANCE RULE TEAM INSPECTION REPORT NOS. 50-334/97-80 AND
50-412/97-60

Dear Mr. Cross:

This refers to the team inspection conducted on July 7-1 1, 1997, at the Beaver Valley
Power Station. The purpose of the inspection was to review the implementation of
Beaver Valley's maintenance rule program under 10 CFR 50.65. The enclosed report
presents the results of this inspection, which were also presented to Mr. S. Jamn of your
staff at a July 11, 1997, exit meeting.

Your program met the requirements of the maintenance rule and had some very good
aspects. The team concluded that Duquesne Light Company (DIC) had done an excellent
job on scoping structures, systems and components (SSCs) into the maintenance rule
program. The on-line maintenance program had a good safety assessment element. -The

effective use of PRA (probabilistic risk assessment) and the active participation of the PRA
group added to your program. The expert panel was knowledgeable and generally
effective. The system engineers tasked with implementing the maintenance rule program,
had a good understanding of the maintenance rule program.

In accordance with 10 CFR 2.790 of the NRC's "Rules of Practice," a copy of this letter
and its enclosure will be placed in the NRC Public Document Room.

Sincerely,

James T. Wiggins, Director

Division of Reactor Safety

Docket Nos.: 50-334; 50412l

Enclosure: NRC Inspection Report Nos. 50-334/97-80 and 50-412/97-80 5 .1 f
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cc w/encl:
Sushil C. Jain, Vice President, Nuclear Services
R. LeGrand, Division Vice President, Nuclear Operations Group & Plant Manager
W. Kline, Manager, Nuclear Engineering Department
B. Tuite, General Manager, Nuclear Operations Unit
K. L. Ostrowski, Manager, Quality Services Unit
J. Arias, Director, Safety & Licensing Department
M. Clancy, Mayor
Commonwealth of Pennsylvania
State of Ohio
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Distribution w/encl:
Region I Docket Room (with concurrences)
PUBLIC
Nuclear Safety Information Center (NSIC)
NRC Resident Inspector
J. Wiggins, DRS
H. Williams, DRS
G. Meyer, DRS
W. Axelson, DRA
P. Eselgroth, DRP
D. Haverkamp, DRP
A. Keatley, DRP
DRS File (Q)

Distribution w/encl (VIA E-MAIL):
J. Stolz, PDI-2, NRR
D. Brinkman, PM, PDI-2, NRR
W. Dean, OEDO
R. Correia, NRR
F. Talbot, NRR
DOCDESK
Inspection Program Branch, NRR (IPAS)
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